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White City WTP

September
2022

Raw Volume
(m3)
Avg

Treated Volume
(m3)
Avg

Treated Free
Chlorine
(mg/L)
Min

Treated Total
Chlorine
(mg/L)
Min

Treated Free
Chlorine

(Analyser)
(mg/L)
Min

Treated pH
(Analyser)
(pH units)

Avg

Treated
Turbidity
(NTU)
Max

Treated
Turbidity

(Analyser)
(NTU)
Max

Treated Iron
(mg/L)

Avg

Treated
Manganese

(mg/L)
Avg

Sep 01 1569 1504 0.99 1.37 1.02 7.15 0.30 0.057 0.006
02 1410 1466 1.02 1.40 1.04 7.15 0.28 0.064 0.00 0.015
03 1819 1510 1.07 1.39 1.07 7.15 0.30 0.062 0.01 0.015
04 1430 1394 1.06 1.40 1.09 7.15 0.29 0.063 0.00 0.025
05 1292 1348 1.08 1.41 1.09 7.15 0.27 0.061 0.00 0.016
06 1875 1761 1.12 1.50 1.14 7.15 0.29 0.071 0.014
07 1675 1571 1.11 1.49 1.15 7.15 0.27 0.063 0.02 0.019
08 1583 1426 1.10 1.48 1.16 7.15 0.28 0.065 0.022
09 1492 1435 1.16 1.56 1.14 7.14 0.22 0.063 0.015
10 1722 1364 1.18 1.41 1.06 7.15 0.24 0.063 0.015
11 1516 1465 0.87 1.29 0.93 7.15 0.21 0.059 0.012
12 1799 1770 0.93 1.28 0.90 7.15 0.23 0.063 0.01 0.017
13 1365 1233 0.93 1.11 0.89 7.15 0.24 0.058 0.020
14 1162 1192 0.86 1.17 0.87 7.15 0.20 0.060 0.01 0.024
15 1098 948 0.84 1.23 0.91 7.15 0.19 0.053 0.023
16 1095 1188 0.95 1.27 0.96 7.16 0.21 0.045 0.008
17 1457 1252 0.93 1.27 0.97 7.16 0.24 0.043 0.02 0.019
18 1096 967 0.90 1.32 0.98 7.16 0.19 0.042 0.00 0.010
19 1199 1295 0.95 1.29 0.98 7.15 0.18 0.042 0.00 0.019
20 1344 1641 0.92 1.23 0.98 7.16 0.20 0.045 0.02 0.022
21 2066 1423 0.97 1.29 0.99 7.16 0.22 0.046 0.020
22 1536 1434 0.97 1.25 0.96 7.16 0.23 0.054 0.013
23 813 784 0.88 1.21 0.84 7.16 0.18 0.054 0.025
24 887 832 0.86 1.11 0.83 7.16 0.29 0.055 0.023
25 834 762 0.86 1.17 0.85 7.16 0.24 0.055 0.018
26 1347 1353 0.90 1.23 0.95 7.18 0.16 0.046 0.03 0.019
27 1103 1053 0.96 1.35 1.00 7.16 0.18 0.046 0.012
28 873 880 0.94 1.31 1.00 7.16 0.21 0.046 0.024
29 1258 1228 0.96 1.32 1.00 7.18 0.18 0.044 0.016
30 1317 1138 0.93 1.32 0.99 7.14 0.15 0.043 0.022

Minimum 813 762 0.84 1.11 0.83 7.14 0.15 0.042 0.01 0.006
Maximum 2066 1770 1.18 1.56 1.16 7.18 0.30 0.071 0.03 0.025
Average 1368 1287 0.97 1.31 0.99 7.16 0.23 0.054 0.01 0.018
Count   30 30 30 30 30 30 12 30
Total 41032 38617        
95th
Percentile

      0.29 0.064  

Exceedences  0 0     

If there is more than one per day reading for free chlorine residual, the daily minimum is reported.

If there is more than one per day reading for turbidity, the daily maximum is reported.



White City Potable WSS - Operating Page: 2

White City WTP - Bacteriological

September 2022
Total Coliform

(Count)
E. Coli
(Count)

Background
Bacteria
(Count)

Free Chlorine
(mg/L)

Total Chlorine 
(mg/L)

Turbidity
(NTU)

Sep 05 0 0 0 1.11 1.50 0.28
Sep 12 0 0 0 0.93 1.28 0.23
Sep 19 0 0 0 0.95 1.29 0.18
Sep 26 0 0 0 0.90 1.23 0.16

Minimum    0.90 1.23 0.16
Maximum 0 0 0 1.11 1.50 0.28
Average    0.97 1.33 0.21
Count 4 4 4 4 4 4
Exceedences 0 0 0 0 0 

A minimum of 0.10 mg/L free chlorine residual OR 0.50 mg/L total chlorine residual is required in each bacterioloical sample.

White City Distribution - Bacteriological

September 2022
Sampling
Location

( )

Total Coliform
(Count)

E. Coli
(Count)

Background
Bacteria
(Count)

Free Chlorine
(mg/L)

Total Chlorine
(mg/L)

Turbidity
(NTU)

Sep 06 WC School 0 0 0 1.06 1.41 0.32
Sep 12 WC School 0 0 0 0.86 1.21 0.24
Sep 19 Town Shop 0 0 0 0.94 1.25 0.18
Sep 26 PostOffice 0 0 0 0.82 1.06 0.22

Minimum     0.82 1.06 0.18
Maximum  0 0 0 1.06 1.41 0.32
Average     0.92 1.23 0.24
Count  4 4 4 4 4 4
Exceedences  0 0 0 0 0 

A minimum of 0.10 mg/L free chlorine residual OR 0.50 mg/L total chlorine residual is required in each bacterioloical sample.

Date Time Comment
September 19-
23, 2022

Valve exercising and hydrant flushing program completed.










